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2ND FLOOR ROOM COOLING AND HEATING LOADS OUTPUT DATA SUMMARY SCHEDULE
ROOM SIZE AHU PEAK ROOM PEAK CALCULATED REQUIRED REQUIRED OA AIRFLOWS REQUIRED (SELECTED DESIGN ROOM AIRFLOW
COOLING LOAD' ROOM ROOM ROOM ROOM OA ROOM AR ROOM [ROOM AIR
SYSTEM HEATING VA REQ: ASHRAE | ASHRAE 3 4 RETURN STATUS | BALANCE
AHUNO | FCUNO ROOM NAME ROOMTYPE |AREA|HEIGHT Type | SENSIBLE| LATENT LOAD? AIRFLOW AIRFLOW 15% OF SA | 170 - 2008 | 62.1 - 2007 AIRFLOW | SUPPLY® | OA® |EXHAUST |[RETURN| cypaisT (G)
SF FT VAé/\f) R BTUH BTUH BTUH DE;_-LA CFM ACH |CFM CFM ACH |CFM CFM CFM CFM CFM CFM CFM EXHAUST (S) VA(\3/\§) R (+()3I2R C)
)
513-AHU1| 33 - UH-2-1 200 FOYER Vestibule/Foyer 138 8.67 CV 0 0 20 0 1 CFM/SF| 138 0 N/A | N/A 18 18 0 140 0 0 EXHAUST (G) CV +
A 513-AHU1 | 34 - FCU-2-1 201 QUIET ROOM Quiet Room 320 8.67 VAV 6209 2280 -7245 20 286 4 185 43 4 185 34 185 290 185 180 290 EXHAUST (G) VAV 0
513-AHU1 | 35 - FCU-2-2 202 BATHING SUITE Bathing Suite 192 8.33 VAV 2418 492 -1682 20 111 10 266 17 N/R | N/R N/R 17 115 100 190 115 EXHAUST (S) VAV
513-AHU1 | 35 - FCU-2-2 203 TOILET Resident Toilet 55 8.33 cVv 1021 200 -134 20 47 10 76 7 N/R | N/R N/R 7 0 0 80 0 EXHAUST (G) CcVv -
513-AHU1 | 36 - FCU-2-3 204 BEDROOM, RES Resident Bedroom | 214 8.67 VAV 2805 1394 -3798 20 129 4 124 19 2 62 18 62 130 95 0 130 EXHAUST (G) VAV +
513-AHU1 | 36 - FCU-2-3 205 BATH, GEN Resident Toilet 64 8.33 CcV 1163 200 -156 20 54 10 90 8 N/R | N/R N/R 8 0 0 90 0 EXHAUST (G) CcV -
513-AHU1 | 37 - FCU-2-4 206 BEDROOM, BAR Resident Bedroom | 334 8.67 VAV 5805 2221 -6977 20 268 4 193 40 2 96 25 96 270 125 0 270 EXHAUST (G) VAV +
513-AHU1 | 37 - FCU-2-4 207 BATH, GEN Resident Toilet Ext| 83 8.33 cVv 1684 411 -1112 20 78 10 116 12 N/R | N/R N/R 12 0 0 120 0 EXHAUST (G) CcVv -
513-AHU1 | 38 - FCU-2-5 208 BEDROOM, RES Resident Bedroom | 247 8.67 VAV 4385 1588 -4084 20 202 4 143 30 2 71 20 71 205 95 0 205 EXHAUST (G) VAV +
513-AHU1 | 38 - FCU-2-5 209 BATH, GEN Resident Toilet 65 8.33 CcV 1170 200 -159 20 54 10 90 8 N/R | N/R N/R 8 0 0 90 0 EXHAUST (G) CcV -
513-AHU1 | 39 - FCU-2-6 210 BEDROOM, RES Resident Bedroom | 229 8.67 VAV 4866 1656 -4463 20 224 4 132 34 2 66 19 66 225 100 0 225 EXHAUST (G) VAV +
— 513-AHU1 | 39 - FCU-2-6 211 BATH, GEN Resident Toilet 68 8.33 cVv 1169 200 -166 20 54 10 94 8 N/R | N/R N/R 8 0 0 95 0 EXHAUST (G) CcVv -
513-AHU1 | 40 - FCU-2-7 212 BEDROOM, RES Resident Bedroom | 236 8.67 VAV 5024 1755 -5127 20 232 4 136 35 2 68 19 68 235 95 0 235 EXHAUST (G) VAV +
513-AHU1 | 40 - FCU-2-7 213 BATH, GEN Resident Toilet 68 8.33 CV 1167 200 -166 20 54 10 95 8 N/R | N/R N/R 8 0 0 90 0 EXHAUST (G) CV -
513-AHU1 | 41 - FCU-2-8 214 BEDROOM, RES Resident Bedroom | 265 8.67 VAV 5944 2083 -6763 20 274 4 153 41 2 77 21 77 275 90 0 275 EXHAUST (G) VAV +
513-AHU1 | 41 - FCU-2-8 215 BATH, GEN Resident Toilet Ext| 66 8.33 cVv 1839 498 -1475 20 85 10 91 13 N/R | N/R N/R 13 0 0 90 0 EXHAUST (G) CcVv -
513-AHU1 | 42 - FCU-2-9 216 BEDROOM, RES Resident Bedroom | 222 8.67 VAV 3251 1448 -4618 20 150 4 128 22 2 64 18 64 150 95 0 150 EXHAUST (G) VAV +
513-AHU1 | 42 - FCU-2-9 217 BATH, GEN Resident Toilet 67 8.33 CV 1173 200 -164 20 54 10 93 8 N/R | N/R N/R 8 0 0 95 0 EXHAUST (G) CV -
513-AHU1 (43 - FCU-2-10| 218 BEDROOM, RES Resident Bedroom | 223 8.67 VAV 3196 1531 -4625 20 147 4 129 22 2 64 18 64 150 95 0 150 EXHAUST (G) VAV +
513-AHU1 |43 - FCU-2-10 219 BATH, GEN Resident Toilet 66 8.33 cVv 1338 200 -161 20 62 10 92 9 N/R | N/R N/R 9 0 0 95 0 EXHAUST (G) CcVv -
513-AHU1 |44 - FCU-2-11 220 BEDROOM, RES Resident Bedroom | 263 8.67 VAV 5097 2052 -6144 20 235 4 152 35 2 76 21 76 235 90 0 235 EXHAUST (G) VAV +
B 513-AHU1 (44 - FCU-2-11 221 BATH, GEN Resident Toilet Ext| 64 8.33 CcV 1836 475 -1369 20 85 10 89 13 N/R | N/R N/R 13 0 0 90 0 EXHAUST (G) CcV -
513-AHU1 (45 - FCU-2-21| 222 HOUSE CARE WS Office 185 8.67 VAV 5250 1785 -2950 20 242 4 107 36 N/A | N/A 26 36 245 50 45 245 EXHAUST (G) VAV 0
513-AHU1 |46 - FCU-2-20 223 MED RM Med Room 65 8 cV 405 0 -159 20 19 4 35 3 2 17 17 17 0 0 50 0 EXHAUST (G) CV +
513-AHU1 |46 - FCU-2-20 224 EQUIPSTOR Storage 55 8 CV 383 0 -134 20 18 N/R N/R 3 N/R | N/R 7 7 0 50 0 0 EXHAUST (G) CV 0
513-AHU1 |46 - FCU-2-20 225 ELEC RM Electrical 29 8 CV 269 39 0 20 12 N/R N/R 2 N/A | N/A 2 2 0 0 0 0 EXHAUST (G) CV 0
513-AHU1 |47 - FCU-2-19 226 TOILET Resident Toilet 60 8.33 CV 653 200 -147 20 30 10 83 5 N/R | N/R N/R 5 0 0 85 0 EXHAUST (G) CV -
513-AHU1| 33 - UH-2-1 227 COAT CLO Storage 13 8 cV 0 0 20 0 N/R N/R 0 N/R | N/R 2 2 0 0 0 0 EXHAUST (G) CV 0
513-AHU1 |46 - FCU-2-20 228 LIVING ROOM Living Room 457 9 VAV 13971 4797 -9948 20 644 4 274 97 4 274 72 274 645 275 260 645 EXHAUST (G) VAV 0
513-AHU1 (48 - FCU-2-18| 229 BREAKFAST NOOK Dining Room 118 8.33 VAV 4732 2346 -4937 20 218 4 65 33 4 65 81 81 220 80 0 220 EXHAUST (G) VAV 0
513-AHU1 |47 - FCU-2-19 230 DINING ROOM Dining Room 342 9 VAV 4700 2510 -2540 20 217 4 205 32 4 205 122 205 220 205 115 220 EXHAUST (G) VAV 0
— 513-AHU1 |48 - FCU-2-18| 231 KITCHEN - SERVERY | Kitchen/Servery 308 8.5 VAV 4300 -13468 -10053 20 198 6 262 30 2 87 N/A 87 265 140 260 265 EXHAUST (S) VAV -
513-AHU1 |51 - FCU-2-12| 232 BEDROOM, RES Resident Bedroom | 209 8.67 VAV 3224 1406 -4454 20 149 4 121 22 2 60 18 60 150 95 0 150 EXHAUST (G) VAV +
513-AHU1 [ 51 - FCU-2-12 233 BATH, GEN Resident Toilet 67 8.33 CV 1166 200 -164 20 54 10 93 8 N/R | N/R N/R 8 0 0 95 0 EXHAUST (G) CV -
513-AHU1 |52 - FCU-2-13| 234 BEDROOM, RES Resident Bedroom | 211 8.67 VAV 3332 1544 -4811 20 154 4 122 23 2 61 18 61 155 95 0 155 EXHAUST (G) VAV +
513-AHU1 |52 - FCU-2-13 235 BATH, GEN Resident Toilet 65 8.33 CV 1163 200 -159 20 54 10 91 8 N/R | N/R N/R 8 0 0 95 0 EXHAUST (G) CV -
513-AHU1 |53 - FCU-2-14| 236 BEDROOM, RES Resident Bedroom | 290 8.67 VAV 3076 1584 -4104 20 142 4 167 21 2 84 22 84 170 90 0 170 EXHAUST (G) VAV +
513-AHU1 | 53 - FCU-2-14 237 BATH, GEN Resident Toilet 63 8.33 CV 1497 200 -154 20 69 10 87 10 N/R | N/R N/R 10 0 0 90 0 EXHAUST (G) CV -
513-AHU1 | 50 - FCU-2-25 238 LAUNDRY Laundry 88 8 VAV 1687 434 -605 20 78 10 117 12 2 23 53 53 120 0 120 120 EXHAUST (S) VAV -
513-AHU1 |49 - FCU-2-17 239 CLEANLIN Clean Linen 24 8 CV 340 0 -59 20 16 4 13 2 N/R | N/R 3 3 0 50 0 0 EXHAUST (G) CV +
513-AHU1 |49 - FCU-2-17 240 CORRIDOR Corridor 120 8 VAV 1048 162 -413 20 48 4 64 7 N/R | N/R 7 7 65 205 0 65 EXHAUST (G) VAV +
C 513-AHU1 (49 - FCU-2-17 241 HAC Soiled Carts 38 8 CV 328 0 -93 20 15 10 50 2 N/R | N/R 5 5 0 0 50 0 EXHAUST (G) CV -
513-AHU1 |49 - FCU-2-17 242 SOILED UTIL Soiled Carts 60 8 cVv 437 0 -147 20 20 10 79 3 N/R | N/R 7 7 0 0 80 0 EXHAUST (G) CcVv -
513-AHU1 |49 - FCU-2-17 243 STAFF TOILET Resident Toilet 48 8 CV 730 200 -117 20 34 10 64 5 N/R | N/R N/R 5 0 0 75 0 EXHAUST (G) CV -
513-AHU1 |49 - FCU-2-17 244 MED SUPPLY Med Room 68 8 CV 587 0 -166 20 27 4 36 4 2 18 17 18 0 50 0 0 EXHAUST (G) CV +
513-AHU1 | 55 - FCU-2-26 245 OXYGEN STOR Storage 50 8 CV 388 0 -122 20 18 N/R N/R 3 N/R | N/R 6 6 0 50 0 0 EXHAUST (G) CV 0
513-AHU1 | 54 - ACU-2-1 246 COMM CLO Telecomm Closet | 65 11 CV 6195 0 -336 20 285 6 72 43 N/A | N/A 0 43 290 0 50 290 EXHAUST (G) CV 0
513-AHU1 |57 - FCU-2-15| 247 INTERDISC OFFICE Office 205 8 VAV 3748 1380 -1409 20 173 4 109 26 N/A | N/A 27 27 175 50 50 175 EXHAUST (G) VAV 0
513-AHU1 | 55 - FCU-2-26 248 BIOMED Storage 56 11 CV 218 0 0 20 10 N/R N/R 2 N/R | N/R 7 7 0 50 0 0 EXHAUST (G) CV 0
513-AHU1 | 55 - FCU-2-26 249 RECYC/TRASH Soiled Carts 73 11 CV 773 0 -439 20 36 10 133 5 N/R | N/R 9 9 0 0 135 0 EXHAUST (G) CV -
513-AHU1 | 55 - FCU-2-26 250 ELEC ROOM Electrical 43 11 cVv 427 66 -80 20 20 N/R N/R 3 N/A | N/A 3 3 0 50 0 0 EXHAUST (G) CcVv 0
— 513-AHU1 | 56 - FCU-2-16 253 OFFICE Office 183 8.67 VAV 7167 2370 -5776 20 330 4 106 50 N/A | N/A 26 50 335 50 45 335 EXHAUST (G) VAV 0
513-AHU1 | 55 - FCU-2-26 255 PANTRY Pantry 94 8 CV 748 0 -230 20 34 2 25 5 N/R | N/R 11 11 0 0 50 0 EXHAUST (G) CV 0
513-AHU1 | 55 - FCU-2-26 256 CORRIDOR Corridor 1071 8.67 VAV 17734 3587 -16997 20 817 4 619 123 N/R | N/R 64 123 820 100 0 820 EXHAUST (G) VAV +
513-AHU1 |49 - FCU-2-17 257 CORRIDOR Corridor 628 8.67 VAV 4174 884 -3576 20 192 4 363 29 N/R | N/R 38 38 365 50 0 365 EXHAUST (G) VAV +
513-AHU1 |47 - FCU-2-19 258 CORRIDOR Corridor 656 8.67 VAV 5311 1063 -3715 20 245 4 379 37 N/R | N/R 39 39 380 185 0 380 EXHAUST (G) VAV +
513-AHU1 |46 - FCU-2-20 259 CORRIDOR Corridor 560 8.67 VAV 3973 710 -1927 20 183 4 323 27 N/R | N/R 34 34 325 100 0 325 EXHAUST (G) VAV +
513-AHU1 |46 - FCU-2-20 260 ALCOVE Corridor 205 8.67 VAV 827 286 -705 20 38 4 118 6 N/R | N/R 12 12 120 50 0 120 EXHAUST (G) VAV +
513-AHU1 | 58 - FCU-2-27 261 ELEV VEST Corridor 300 9 VAV 3771 752 -3279 20 174 4 180 26 N/R | N/R 18 26 180 50 0 180 EXHAUST (G) VAV +
513-AHU1 [ 59 - FCU-2-24| 262 EDUCATION ROOM Office 270 8.67 VAV 10681 3452 -10105 20 492 4 156 74 N/A | N/A 31 74 495 75 75 495 EXHAUST (G) VAV 0
513-AHU2 |60 - FCU-2-22| 263 SERVICE CORRIDOR Corridor 2001 11 VAV 28237 7752 -40047 20 1301 4 1467 195 N/R | N/R 135 195 1470 195 185 1470 EXHAUST (G) VAV +
D 513-AHU1 |61 - FCU-2-23| 264 PUBLIC CORRIDOR Corridor 1774 8.67 VAV 38765 11715 -58519 20 1786 4 1026 268 N/R | N/R 106 268 1790 270 260 1790 EXHAUST (G) VAV +
513-AHU1 |60 - FCU-2-22 265 MULE STORAGE Storage 144 11 cV 2074 641 -3943 20 96 N/R N/R 14 N/R | N/R 17 17 0 0 50 0 EXHAUST (G) VAV +
513-AHU1 |60 - FCU-2-22 266 MULE STORAGE Storage 126 11 CV 2618 679 -3802 20 121 N/R N/R 18 N/R | N/R 15 18 0 0 50 0 EXHAUST (G) CV 0
513-AHU1 |60 - FCU-2-22 267 RECEIVING Corridor 178 11 VAV 2500 793 -5635 20 115 4 130 17 N/R | N/R 11 17 135 50 0 135 EXHAUST (G) VAV +
513-AHU1 | 56 - FCU-2-16 268 CLOSET Storage 18 8 CV 849 229 -1110 20 39 N/R N/R 6 N/R | N/R 2 6 0 0 0 0 EXHAUST (G) CV 0
'Peak Space Sensible and Latent Load from TRACE Peak Cooling Loads Summary Report.
2Main Coil Heating Sensible Btu/h from TRACE Load / Airflow Summary Report.
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